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ADFE000101 Ademco Fast/Expanded Template

Type No Description Action Plan

1 Alarm General Alarm

2 Open By Opening (Unset), No Alarm

3 Restore of alarm Restoral, No Alarm

4 Close By Closing (Set), No Alarm

7 Isolate System Alarm

9 Test report Zone Info, No Alarm

10 Trouble General Alarm

11 AC power loss System Alarm

12 Low battery System Alarm

13 Program tamper System Alarm

14 Power on reset System Alarm

31 AC Loss Restore Restoral, No Alarm

32 Low Battery Restore Restoral, No Alarm

33 Program Tamper Restore Restoral, No Alarm

34 Power On Reset Restore Restoral, No Alarm

37 Isolate Restore Restoral, No Alarm

40 Trouble Restore Restoral, No Alarm

51 Alarm No Zone General Alarm

53 Isolate No Zone System Alarm

55 Trouble No Zone System Alarm

56 System Alarm No Zone System Alarm

101 Alarm General Alarm

131 Restore of Alarm Restoral, No Alarm

301 Isolate System Alarm

331 Isolate Restore Restoral, No Alarm

501 Trouble System Alarm

531 Trouble Restore Restoral, No Alarm

601 AC Power Loss System Alarm

602 Low Battery System Alarm

603 Program Tamper System Alarm

604 Power on Reset System Alarm

631 AC Power Restore Restoral, No Alarm

632 Low Battery Restore Restoral, No Alarm

633 Program Tamper Restore Restoral, No Alarm

634 Power on Reset Restore Restoral, No Alarm




