
Type Report Report Date: 8/08/2019

DASR000001 Das Reliance Area 0

Type No Description Action Plan

100 MEDICAL KEY General Alarm

110 FIRE KEY General Alarm

120 PANIC General Alarm

1100 MEDICAL KEY Restoral, No Alarm

1110 FIRE KEY Restoral, No Alarm

1120 PANIC Restoral, No Alarm

1423 EVENT NOT DEFINED Intruder Alarm



Type Report Report Date: 8/08/2019

DASRBASE01 Das Reliance Base

Type No Description Action Plan

121 DURESS General Alarm

122 SILENT PANIC General Alarm

123 AUDIBLE PANIC General Alarm

130 ALARM Intruder Alarm

131 ALARM Intruder Alarm

132 ALARM Intruder Alarm

133 24HR Intruder Alarm

134 ENTRY Intruder Alarm

135 DAY/NIGHT Intruder Alarm

137 TAMPER Intruder Alarm

140 ALARM Intruder Alarm

150 24HR Intruder Alarm

151 GAS DETECTED General Alarm

154 WATER LEAKAGE General Alarm

158 HIGH TEMP General Alarm

159 LOW TEMP General Alarm

380 TROUBLE Panic Alarm

381 RADIO DEVICE 
SUPERVISORY LOST

Panic Alarm

384 RADIO DEVICE LOW 
BATTERY

Panic Alarm

391 INACTIVITY Panic Alarm

401 DISARMED Opening (Unset), No Alarm

406 CANCEL User Info, No Alarm

457 EXIT ERROR User Info, No Alarm

570 BYPASS Zone Bypass

1121 DURESS User Info, No Alarm

1122 SILENT PANIC Restoral, No Alarm

1123 AUDIBLE PANIC Restoral, No Alarm

1130 RESTORE Restoral, No Alarm

1131 RESTORE Restoral, No Alarm

1132 RESTORE Restoral, No Alarm

1133 24HR Restoral, No Alarm

1134 ENTRY Restoral, No Alarm

1135 DAY/NIGHT Restoral, No Alarm

1137 TAMPER Restoral, No Alarm

1140 RESTORE Restoral, No Alarm

1150 24HR Restoral, No Alarm



1151 GAS DETECTED Restoral, No Alarm

1154 WATER LEAKAGE Restoral, No Alarm

1158 HIGH TEMP Restoral, No Alarm

1159 LOW TEMP Restoral, No Alarm

1380 RESTORE Restoral, No Alarm

1381 RADIO DEVICE 
SUPERVISORY LOST

Restoral, No Alarm

1384 RADIO DEVICE LOW 
BATTERY

Restoral, No Alarm

1391 INACTIVITY Restoral, No Alarm

1401 ARMED Closing (Set), No Alarm

1406 CANCEL User Info, No Alarm

1457 EXIT ERROR User Info, No Alarm

1570 RESTORE Restoral, No Alarm


